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KEYNOTES:
1

MAIN ELECTRICAL TRANSFORMER LOCATIONS
PROVID CONCRETE PAD W/ VEHICLE BARRIER BOLLARDS

LANDSCAPED AREA (SEE LANDSCAPE)

TRASH ENCLOSURE FOR RECYCLING BIN

9'-0" x 18' STANDARD PARKING SPACE - TYP

ENTRY AREA

(SEE ELECTRICAL AND CIVIL)

9'-0" x 18' MIN. ACCESSIBLE PARKING SPACE

2

3

4

5

6

8

9

10

SLOPE NOT TO EXCEED 2% IN ANY DIRECTION

7

48" WIDE MIN. CONCRETE WALKWAY

TRASH ENCLOSURE 

TRASH ENCLOSURE FOR CART WASH

CONCRETE PAVEMENT - SEE CIVIL

ACCESSIBLE CURB RAMP w/ TURNCATED BOMES,

11

DETECTABLE WARNING STRI, SEE DETAIL.--

12
39 WATER METER LOCATION SEE  PLUMBING

40

IRRIGATION CONTROL VALVES, SEE LANDSCAPED

BICYLCE RACK, SEE DETAIL --

CONCRETE FIRE TRUCK CURB, PAINTED CURB TOP & FACE
RED AS FIRE LANE MARKER, AT MOUNTABLE CURBS PAINT 6" 
RED STRIPE AT LOW EDGE

26 ELECTRICAL GENERATOR LOCATION

27 MECHANICAL ROOM

28 FIRE SPRINKLER RISER ROOM

29 FIRE HYDRANT, SEE CIVIL

30 UNDERGROUND RETENTION BASIN, SEE CIVIL

31 RETAINING WALL, SEE STRUCTURAL

32 CONCRETE BLOCK FENCE WALL, SEE STRUCTURAL

33

34

10' PUBLIC UTILITY EASEMENT

35

PAINTED TRAFFIC SYMBOL, SEE CIVIL

36 KNOX BOX, SEE DETAIL --

37 FIRE DEPARTMENT CONNECTION, SEE CIVIL

38 GAS METER LOCATION, SEE MECHANICAL

PATIENT DROP OFF AREA w/ TRUNCATED DOMES,

13

14

15 BUILDING ENTRANCE

DETECTABLE WARNING STRIP, SEE DETAIL --16

PAINTED CROSSWALK STRIPING17

18 FIRE TRUCK TURNING RADIUS, PER COUNTY STANDARD

19 GREASE INTERCEPTOR, VERIFY w/ PLUMBING AND CIVIL

20 LIGHT POLE, SEE LANDSCAPED PLAN

21

22 LOADING / UNLOADING AREA

23 PRECAST CONCRETE COLUMN w/ WOOD TRELLIS

24 OXYGEN TANK AREA

25 ELECTRICAL ROOM

GENERAL NOTES:
SEE CIVIL DRAWINGS FOR ALL SITE WORK AND BUILDING HARDSCAPE1.
SEE LANDSCAPE DRAWINGS FOR ALL LANDSCAPING AND IRRIGATION INFO.2.

3. SEE CIVIL DRAWINGS FOR ALL SITE PARKING & RELATED SIGNAGE
4. SEE CIVIL DRAWINGS FOR ALL SITE DRAINAGE, TOPO, PROPERTY LINES

AND UNDERGROUND RELATED INFO.

LEGAL DESCRIPTION:

GROSS LOT AREA:

PARCEL 4 PM 32163
PER PM 221/32-33

616-160-039

1 PER 4 BEDS

1 PER 250 SF OF ADMINISTRATION AREA
8,686 SF / 250 SF = 

TOTAL PARKING REQUIRED= 78

81-550 JFK COURT 

STANDARD

4

9'x19'
COMPACT 9'x17'
ACCESSIBLE 9'x19'
VAN ACCESSIBLE 9'x19'

4
17
82

PROJECT ADDRESS:

ASSESSORS PARCEL NUMBER:

TYPE OF CONSTRUCTION:

HEALTHCARE FACILITY
OCCUPANCY:

I-2
DINING HALL & KITCHENA-2

TYPE IIA (FULL FIRE SPRINKLER)I-2
A-2 TYPE IIA  (FULL FIRE  SPRINKLER)

FIRE RATINGS:
TYPE IIA  -   1 HOUR
NONBEARING INTERIOR WALLS TO BE NON-RATED

ALLOWABLE AREA & BUILDING HEIGHT:
TYPE IIAI-2 15,000  SF / 2 STORIES / 65 FT
TYPE IIAA-2 15,500  SF / 3 STORIES / 65 FT

BUILDING AREA MODIFICATIONS:
SPRINKLER INCREASE:
Is = 3

INDIO, CALIFORNIA 92201

3.82 ACRES (±166,399 SF)

GROSS BUILDING AREA:
65,834  SF

BUILDING COVERAGE:
64,543  SF  /  166,399  (39.5%)

TYPE IIAI-2 15,000  SF  x 3 = 45,000 SF
TYPE IIAA-2 15,500  SF  x 3 = 45,000 SF

VEHICLE PARKING REQUIRED:

TOTAL OF 170 BED / 4 = 43

35

PARKING PROVIDED

TOTAL PARKING PROVIDED= 109PROJECT DESCRIPTION
THE PROPOSED PROJECT IS A SKILLED NURSING FACILITY TO BE
LOCATED AT 81-550 JFK COURT, INDIO, CALIFORNIA. THIS PROJECT
CONSISTS OF A 170 BEDS SKILLED NURSING FACILITY IN A SINGLE
STORY STRUCTURE. THE STRUCTURE ALSO INCLUDES A FULL
DIETETIC SERVICE / FOOD PREPARATION KITCHEN, DINING ROOMS,
AND ADMINISTRATION AND SUPPORT SERVICES. THE TOTAL
PROPOSED GROSS BUILDING AREA IS APPROXIMATELY 64,543 GSF.

PROJECT DATA
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BLD-06046 - West
Building - Bldg 02

BLD-05118 - East
Building - Bldg 01

BLD-06047 - Trash
Enclosure - Bldg 03

Midas Healthcare & Rehab
Facility No. 28202


