g;!; OFFICE OF STATEWIDE HEALTH PLANNING AND DEVELOPMENT

7 T
LM@ FACILITIES DEVELOPMENT DIVISION
APPLICATION FOR OSHPD PREAPPROVAL e

OF MANUFACTURER'’S CERTIFICATION (OPM) | APPLICATION #  OPM-0054-13

OSHPD Preapproval of Manufacturer’s Certification (OPM)
Type: Xl New [ Renewal [] Update to Pre-CBC 2013 OPA Number:

Manufacturer Information

Manufacturer: Solaire Medical

Manufacturer’s Technical Representative: Stephen Zautke

Mailing Address: 16910 148™ Avenue, Spring Lake, MI 49456

Telephone: (616) 890-0842 Email: szautke@solairemedical.com

Product Information

Product Name: Evolve Casework

Product Type: Stainless Steel, Melamine, or AireCore base, tall, and upper cabinets

Product Model Number:  5000-series

General Description:  Storage cabinets rigidly connected to wall, whether resting on floor or elevated. Cabinets built out

of 18ga stainless steel, %" particle board (melamine finish), or %" AireCore expanded PVC.

Applicant Information

Applicant Company Name: Solaire Medical

Contact Person:  Stephen Zautke

Mailing Address: 16910 148" Avenue, Spring Lake, Ml 49456

Telephone: (616) 890-0842 Email: _szautke@solairemedical.com

| hereby agree to reimburse the Office of Statewide Health Planning and Development review fees in
accordance with the California Administrative Code, 2013.

Signature of Applicant: W’L’\ ;‘jﬁ Date: 9/13/2013

Title: Executive Committee Member Company Name:  Solaire Medical
“Access to Safe, Quality Healthcare Environments that Meet California’s Diverse and Dynamic Needs” LM.M 0 s I j p d
STATE OF CALIFORNIA — HEALTH AND HUMAN SERVICES AGENCY u"l'w i
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‘.1 OFFICE OF STATEWIDE HEALTH PLANNING AND DEVELOPMENT
_MIAM:Q FACILITIES DEVELOPMENT DIVISION

Registered Design Professional Preparing Engineering Recommendations

Company Forell/Elsesser Engineers, Inc.
Name:
Name: Marco Scanu, SE California License Number: S4454

Mailing Address: 160 Pine Street, 6" Floor, San Francisco, CA 94111

Telephone:  (415) 837-0700 Email: m.scanu@forell.com

OSHPD Special Seismic Certification Preapproval (OSP)

[] Special Seismic Certification is preapproved under OSP-
(Separate application for OSP is required)

XI Special Seismic Certification is not preapproved
Certification Method(s)

[] Testing in accordance with: [ ] ICC-ESAC156 [] FM 1950-10
[] Other* (Please Specify):

*Use of criteria other than those adopted by the California Building Standards Code, 2013 (CBSC 2013) for component
supports and attachments are not permitted. For distribution system, interior partition wall, and suspended ceiling seismic
bracings, test criteria other than those adopted in the CBSC 2013 may be used when approved by OSHPD prior to testing.

Xl Analysis
[] Experience Data

[ 1 Combination of Testing, Analysis, and/or Experience Data  (Please Specify):

List of Attachments Supporting the Manufacturer’s Certification

[] TestReport [l Drawings Xl cCalculations X Manufacturer’s Catalog
[] Other(s) (Please Specify):

OFFICE USE ONLY — OSHPD APPROVAL VALID FOR CBC 2013 ONLY

Signature: [N\ ML Date: 09/09/2014
Print Name: William Staehlin
Title: SSE

Condition of Approval (if applicable):

“Access to Safe. Qualitv Healthcare Environments that Meet California’s Diverse and Dvnamic Needs” \ nhm os I j pd
STATE OF CALIFORNIA — HEALTH AND HUMAN SERVICES AGENCY u"l'\ll'
OSH-FD-700 (REV 5/30/13) Page 2 of 2
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GENERAL NOTES:

1. THIS OSHPD PREAPPROVAL OF MANUFACTURER'S CERTIFICATION (OPM) IS BASED ON THE 2013 CBC. THE DEMANDS (DESIGN FORCES) FOR USE WITH THIS OPM SHALL BE BASED ON THE

2013 CBC.

2. THIS PREAPPROVAL CONFORMS TO THE 2013 CBC WHERE Sos IS NOT GREATER THAN 2.5.
3. FORCES ARE PER ASCE 7-10 SECTION 13.3.1, EQUATIONS 13.3—-1, 13.3—-2, & 13.3-3 WHERE Sps <= 2.5, Ip = 1.5, Qo

COMPONENTS CATEGORIZED AS CABINETS PER ASCE 7-10 TABLE 13.5-1.

4. THIS PREAPPROVAL COVERS ONLY ATTACHMENTS AND SUPPORTS OF THE EQUIPMENT TO THE STRUCTURE.

5. ALL DESIGN FORCES SHOWN ON THE DRAWINGS ARE FACTORED LOADS THAT SHALL BE USED FOR STRENGTH DESIGN.
6. RESPONSIBILITES OF THE SEOR OF THE BUILDING:

S DO O 0O U O

Bhet FROM THIS UNIT'S ANCHORS.
7. EXPANSION ANCHORS:

a. ATTACHMENT TO CONCRETE WALLS ARE TO BE MADE WITH THE ANCHORS BELOW AND INSTALLED AS DESCRIBED IN THE CORRESPONDING ICC REPORT.

. PROVIDE SUPPORTING STRUCTURE TO SUPPORT WEIGHTS AND FORCES SHOWN IN ADDITION TO ALL OTHER LOADS.
. VERIFY INSTALLATION IS IN CONFORMANCE WITH THE 2013 CBC AND WITH THE DETAILS.

. VERIFY THAT PROJECT SPECIFIC VALUES OF Sos & z/h RESULT IN SEISMIC FORCES (En & Ev) THAT DO NOT EXCEED THE VALUES ON THE DETAILS.

. VERIFY THAT THE CONCRETE WALL TO WHICH THE EQUIPMENT IS ANCHORED MEETS THE REQUIREMENTS OF THE APPLICABLE ICC—ES ESR, IF APPLICABLE.
. VERIFY THAT THE ANCHORS ARE AT ADEQUATE DISTANCE FROM ANY SLAB EDGES OR OPENINGS (SEE NOTE 7.a, BELOW).
VERIFY THAT ALL NEW OR EXISTING ANCHORS ARE AN ADEQUATE DISTANCE FROM THE UNIT ATTACHMENTS & CHECK FOR INTERACTION WHERE OTHER ANCHORS ARE WITHIN 18" OR

= 25, z/h <= 1.0, ap = 1.0, & Ry = 2.5.

S

FORELL/ELSESSER
ENGINEERS, INC.

Structural Engineers

160 Pie Strest  San Francisco, CA. 94111
Ph: (415) 837-0700 Fax (415) 837-0800 -
F/E Job #13-036

CONSULTANTS

ZoROTESSIO

S0 Scy A

<V

7 No. st
* | Exp. 1231114

P

N
o STRUCTW
JE oF oS

ANCHOR | CONCRETE | MIN. fe ANCHOR CC MIN. MIN. MIN. MIN. CONC. | TORQUE DIRECT
DIAMETER TYPE (PSI) TYPE | REPORT NO.| EMBED, her | SPACING *| EDGE DIST. | THICKNESS |  TEST TENSION
. NORMAL HILTI KWIK \ ) ) ,
5 — _
5% oA 2500 LT KWK EsR-1917 4 8 4 8 60 ft—lbs | 4540 Ibs
\ NORMAL HILTI KWIK , I I ;
k) — 3 _
7 WEIGHT 2500 gouT 1z | ESR-1917 4% 8 6 8 110 ft—lbs | 5740 Ibs

b. THIS PREAPPROVAL ALLOWS FOR A MAXIMUM OF 2 ADJACENT CONCRETE WALL EDGES (i.e. CORNER).

c. TESTING OF POST—INSTALLED ANCHORS PER 2013 CBC, 1913A.7:

TESTING SHALL BE DONE IN THE PRESENCE OF THE SPECIAL INSPECTOR AND A REPORT OF THE TEST RESULTS SHALL BE SUBMITTED TO OSHPD.
d. AFTER AT LEAST 24 HOURS HAVE ELAPSED SINCE INSTALLATION, DIRECT PULL TENSION TEST (OR APPLY MANUFACTURER'S REQUIRED INSTALLATION TORQUE PER ICC—ES ESR-1917)

AT LEAST 50% OF THE ANCHORS.

e. ACCEPTANCE CRITERIA:

SEE TABLE ABOVE FOR MINIMUM ALLOWABLE CONCRETE EDGE DISTANCES.

1. DIRECT TENSION TEST: THE ANCHOR SHOULD HAVE NO OBSERVABLE MOVEMENT AT THE TEST LOAD.

2. TORQUE TEST: THE APPLICABLE TORQUE MUST BE ACHIEVED WITHIN THE % TURN OF THE NUT.

f. IF ANY ANCHOR FAILS, TEST ALL ANCHORS.

3

G A

QA FEe

I

D

Fax: 616.743.5944Grand Rapids, Ml 49501
www.solairemedical.com
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Office: B88.435.2256
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EVOLVE STAINLESS STEEL CABINETS

TALL CABINETS, STAINLESS STEEL

(6) 3"@ HILTI KWIK BOLT TZ
W/ 43" MIN EMBED AT 18GA

Empty Weight, | Full Weight,| Q5T | 2oVe, CABINET BACK PANEL, TYP.
Solid Doors | Glass Doors Dimensions Ibs. Ibs. lbs. | lbs. ALL CABINET WIDTHS CONCRETE WALL
411824RSVC | 411824RGVC | 18.75"D X 24.75"W X 84"H 360 1,104 1,629| 828 /
411824L5VC | 411824LGVC | 18.75"D X 24.75"W X 84"H 360 1,104 1,629 828
411824R545 | 411824RG4S | 18.75"D X 24.75"W X 84"H 345 1,089 1,607| 817 EQ EQ <_EQ_‘><_EQ<>‘
4118241545 | 411824LG45 | 18.75"D X 24.75"W X 84"H 345 1,089 1,607| 817
A118365VC A11836GWVC 18.75"D ¥ 36"W X 84"H 405 1,578 1,403 | 1,183 6_ V V 6_
n n n u u Tu
411836545 411836G45 18.75"D X 36™W X 84"H 475 1,558 1,385 1,168 | — — S ——
4118425V C 411842GVC 18.75"D X 42"W X 84"H 615 1,878 1,420 1,409
A11BA2545 A11842G45 18.75"D X 42"W X 84"H 1 1,828 1,383 (1,371
4118485V C 411848GVC 18.75"D X 48"W X 84"H 705 2,149 1,435( 1,612
412418RSVC | 412418RGVC | 24.75"D X 18.75"W X 84"H 360 1,104 2,019| 828 /—CG
412418LSVC | 412418LGVC | 24.75"D X 18.75"W X 84"H 360 1,104 |2,019| 828 EQ EQ Wmax = 2368 lbs
412418RS4S | 412418RG4S | 24.75"D X 18.75"W X 84"H 350 1,094 2,001 821
4124181545 | 412418LG45 | 24.75"D X 18.75"W X 84"H 350 1,094 2,001| 821
4124365VC 412436GVC 24.75"D X 36"W X 84"H 630 2,059 2,217 (1,544
412436545 412436G45 24.75"D ¥ 36"W X 34"H 605 2,034 2,190 | 1,526 Vu Vu T
412442545 41244245 24.75"D X 42"W X 84"H 700 2,368 2,146 1,776 + $, C G._>+ __>_.|._._u 84
Motes: T, V,, apply at each expansion anchor and include (2,
Weights shown are for heaviest case: cabinets with glass doors.

CABINET SPECIFICATIONS

ASTM A240 TYPE 304 STAINLESS STEEL, F,= 30 KSI EQ EQ

18 GA PANELS AT ANCHOR LOCATIONS

14 GA FRAME

SOLID
SURFACE J Vu Vu T
¢ —— >+

SUBSTRATE REQUIREMENTS 6 | 6—

8" CONCRETE WALL, 2500 PSI NORMAL WT.

SEE S0.01 FOR SPACING & VARIES 8 043, SOLAIRE MEDICAL

EDGE DISTANCE REQUIREMENTS 6* 6* MIN 189, 28 CERTIFIES THIS DOCUMENT

FLOOR: MIN. 2500 PSI CONCRETE 42 oCCULaING | AS AN OUTLINE DRAWING

OR WOOD SHEATHING, MIN. F= 340 PSI

PARAMETERS
Sos <=2.5
a=10;R. =25
lb=1.5
zlh<=1.0

Qo = 2.5 (APPLICABLE WHERE
ATTACHMENT TO CONCRETE OCCURS)

09/09/2014

18%, 24%,, 36 & 48 AS OCCURRING
FRONT ELEVATION

NOTES:

SIDE ELEVATION

1. INFO FOR MODEL SHOWN HERE IS THE
24%," DEEP X 42" WIDE UNIT.

2. *AT 18%,"W CABINETS, REDUCE SPACING TO 3".
DISTANCE TO EDGE OF CONCRETE TO REMAIN 6".

OPM-0054-13: Reviewed for Code Compliance by William Staehlin

SIGNATURE:_ Miahe odb. L
_Slenhe_n_ﬁmmge_

PRINT NAME:_¢
TITLE: CEQ
DATE: 08/18/2014
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EVOLVE STAINLESS STEEL CABINETS

(12) #12 S.M.S. W/
#12 STD WASHERS,

LIGHT GAUGE FRAMING

W/ MAX 2 LAYERS GYP BOARD

C.G.

/" Wmax = 2368 Ibs

SOLAIRE MEDICAL
CERTIFIES THIS DOCUMENT
AS AN OUTLINE DRAWING

TALL CABIMNETS, STAINLESS STEEL 6 LOCATIONS AT 18GA
Empty Weight, | Full Weight, | T Vi CABINET BACK PANEL’
Solid Doors | Glass Doors Dimensions Ibs. Ibs. Ibs. | Ibs. TYP. ALL CABINET WIDTHS & 18GA BACKING
A11824RSVC | 411824RGVC | 18.75"D X 24.75"W X 84"H 360 1,104 652 | 331 EQ EQ . EQ
41182415VC | 411824LGVC | 18.75"D X 24.75"W ¥ 84"H 360 1,104 652 | 331 ‘ ‘ T
A411824R545 | 411824RG4A5 | 18.75"D X 24.75"W X 84"H 345 1,089 643 327
4118241545 4118241645 18.75"D ¥ 24.75"W X 84"H 345 1,089 643 327 6417 Vu Vu 647 T
4118365VC | 411836GVC | 18.75"D X 36"W X 84°H 495 1,578 | 561 | 473 R i = U
411836545 4118360645 18.75"D X 36"W X 84"H 475 1,558 254 | 467
4118425V C 4118426V C 18.75"D ¥ 42"W X 84"H 615 1,878 568 | 563
411842545 411842545 18.75"D ¥ 42"W X 84"H L65 1,828 553 | 548
4118485V C A11848GVC 18.75"D ¥ 48"W X 84"H 705 2,149 574 | pd5
A12418RSVC | 412418RGVC | 24.75"D X 18.75"W X 84"H 360 1,104 808 | 331 EQ EQ
41241815V | 412418LGVC | 24.75"D X 18.75"W X 34"H 360 1,104 808 | 331
A412418R545 | 412418RGAS | 24.75"D X 18.75"W X 34"H 350 1,004 B00 | 328
4124181545 4124181645 24.75"D ¥ 18.75"W X B4"H 350 1,094 B00 | 328 V V
4124365VC 412436GVC 24.75"D ¥ 36"W X 84"H 630 2,059 887 | 6l8 fi 5 ! ] TU
412436545 412436G45 24.75"D ¥ 36"W X 84"H 605 2,034 876 | 610 <¢ 3 = é
412442545 41244245 24.75"D X 42"W X 84"H 700 2,368 838 | 710 CG
Motes: Weights shown are for heaviest case: cabinets with glass doors.
EQ EQ
CABINET SPECIFICATIONS
ASTM A240 TYPE 304 STAINLESS STEEL, F,= 30 KSI V, Vu T
18 GA PANELS AT SCREW LOCATIONS SOLID Il [ 4T
o~ 3
SUBSTRATE REQUIREMENTS }‘Tg* VARIES ™ T o 74
LIGHT GAUGE FRAMING W/ MIN. 16 GA, 6"-WIDE BACKING 42 1874 AS
18%, 24%,, 36 & 48 AS OCCURRING

ATSM 653, GRADE 33 MIN.

OCCURRING
FLOOR: MIN. 2500 PSI CONCRETE, OR WOOD
SHEATHING, MIN. F. = 340 PSI FRONT ELEVATION SIDE ELEVATION
NOTES:
PARAMETERS 1. DIMENSIONS ARE TO CENTER OF SCREW
Sos <= 2.5 GROUPS. INFO FOR MODEL SHOWN HERE IS THE
a=10;,R. =25 24%," DEEP X 42" WIDE UNIT.
Lb=15 2. *AT 18%,"W CABINETS, REDUCE SPACING TO 3",
z/lh<=1.0 DISTANCE TO EDGE OF CONCRETE TO REMAIN 6".

09/09/2014 OPM-0054-13: Reviewed for Code Compliance by William Staehlin
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EVOLVE PARTICLEBOARD TALL CABINETS

TALL CABIMETS, PARTICLEBOARD

(6) " 9 HILTI KWIK BOLT TZ
W/ 43" MIN EMBED & PL:%x5x5
AT 2" PARTICLEBOARD PANEL,

C.G.
/" Wmax = 2068 Ibs

SOLAIRE MEDICAL
CERTIFIES THIS DOCUMENT
AS AN OUTLINE DRAWING

Empty Weight, | Full Weight, | {5T., | V., TYP. ALL CABINET WIDTHS
Solid Doors | Glass Doors | Roll Top Dimensions Ibs. Ibs. Ibs. | lbs.
511824RSVC |511824RGVC | 511824RTVC | 18.75"D X 24.75"W X 84"H 205 949 1,400 ( 712 /_CONCRETE WALL
51182415V C | 5311824LGVC 18.75"D X 24.75"W X BA"H 205 949 1.400| 712 EQ EQ <'_EQ EQ
511824RS4S | 511824RGAS | 511824RT4S | 18.75"D X 24.75"W X 84"H 197 oq1 1,389 706 ‘ T
5118241545 | 511824LG45 - 18.75"D X 24.75"W ¥ 84"H 197 941 1,389 706 ~
5118365VC | 511836GWVC | 5311836RTVC 18.75"D X 36"W X 84"H 281 1,364 1,213 | 1,023 6 Vu Vu 6_
511836545 | 511836G45 | 511836RT45 18.75"D X 36"W X 84"H 270 1,353 1,203 | 1,015 ¢ — +’ }-}—— T
5118425VC | 511842GVC | 5311842RTVC 18.75"D X 42"W X 84"H 350 1,613 1,220 1,210 !
511842545 | 511842G45 | 511842RT45 18.75"D X 42"W X B4"H 320 1,583 1,197 | 1,187
512418RSVC |512418RGVC| 512418RTVC | 24.75"D ¥ 18.75"W ¥ 84"H 205 049 2,013 | 712
512418L5VC | 512418LGVC - 24.75"D X 18.75"W X 84"H 205 949 2,019 712
512418RS4S | 512418RG4S | 512418RT4S | 24.75"D X 18.75"W X 84"H 197 941 2,002 706 EQ EQ
5124181545 | 512418L.G45 - 24.75"D ¥ 18.75"W ¥ B4"H 197 941 2,002 | 706
512424RS4S | 512424ARGAS | 512424ART4S | 24.75"D X 24.75"W X 84"H 248 1,231 2,250 923
5124241545 | 5124241LG45 - 24.75"D X 24.75"W X 84"H 248 1,231 2,250 923
5124365VC | 512436GVC | 5312436RTVC 24.75"D X 36"W X B4"H 360 1,789 1,926 1,342 Vu Vu
512436545 | 5312436G45 | 512436RT45 24.75"D X 36"W X 84"H 345 1,774 1,910 | 1,331 Tu
512442545 | 512442GA45 | 512442RTAS |  24.75"D X 42"W X 84"H 400 2,068 1,874 | 1,551 + i’ )t 9‘}_’_$ 84
Motes: T,, V. apply at each expansion anchor and include 0, C.G
Weights shown are for heaviest case: cabinets with glass doors.
CABINET SPECIFICATIONS EQ EQ
%" TAFISA TAFIPAN M-2
PARTICLE BOARD PANELS
V
SOLID Vi y
SURFACE ) Tl 7,\__>'}_’TU
SUBSTRATE REQUIREMENTS 8 3
8" CONCRETE WALL, 2500 PSI NORMAL WT. g
SEE S0.01 FOR SPACING & -——VARIES— 3 ‘
EDGE DISTANCE REQUIREMENTS * 6* —8-= 2474
3
FLOOR: MIN. 2500 PSI CONCRETE, 42 MIN OC@@/E?NG

OR WOOD SHEATHING, MIN. F¢= 340 PSI

PARAMETERS
Sos <= 2.5
a=10;R. =25
lb=1.5
z/h<=1.0

Qo = 2.5 (APPLICABLE WHERE
ATTACHMENT TO CONCRETE OCCURS)

09/09/2014

18%, 24%,, 36 & 48 AS
OCCURRING

FRONT ELEVATION SIDE ELEVATION

NOTES:
1. INFO FOR MODEL SHOWN HERE IS THE
24%," DEEP X 42" WIDE UNIT.

2. *AT 18%,"W CABINETS, REDUCE SPACING TO 4".
DISTANCE TO EDGE OF CONCRETE TO REMAIN 6".

OPM-0054-13: Reviewed for Code Compliance by William Staehlin
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TITLE: CEQ

DATE: 08/18/2014
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EVOLVE PARTICLE BOARD CABINETS

TALL CABINETS, PARTICLEBOARD

(12) #12 S.M.S. IN 0.22" PREDRILLED

HOLES @ %" E.W. IN PLx5x5 AT %"
PARTICLEBOARD PANEL,
6 LOCATIONS, TYP. ALL CABINET

MELAMINE

MATERIAL:

EVOLVE

Y4

i i T V
Empty Weight, | Full Weight, ur ur WIDTHS ONCRETE WALL
Solid Doors | Glass Doors | Roll Top Dimensions lbs. Ibs. lbs. | lbs.
511824RSVC [511824RGVC | 511824RTVC | 18.75"D X 24.75"W X BA"H 205 049 560 285
51182415V C | 511824LGVC - 18.75"D X 24.75"W X 84"H 205 949 260 285 EQ EQ <'_EQ_‘><'_EQ
511824R545 | 511824RGAS | 511824RT4S | 18.75"D X 24.75"W X BA"H 197 941 355 282 ‘
5118241545 | 5118241.GAS - 18.75"D ¥ 24.75"W X BA"H 197 oM 555 282 V
5118365VC | 511836GVC | 511836RTVC 18.75"D X 36"W X 84"H 281 1,364 485 409 6 u*ﬁ Vu 7 6 4 Tu
511836545 | 511836G45 | 511836RT45 18.75"D X 36"W X BA"H 270 1,353 431 | 406 [H T :%
S118425VC | 511842GVC | 511842RTVC 18.75"D X 42"W X BA"H 350 1,613 438 | 484
311842545 | 511842G45 | 511842RT45 18.75"D X 42"W X BA"H 320 1,583 479 475
512418RSVC [512418RGVC | 512418RTVC | 24.75"D X 18.75"W X BA"H 205 049 807 285 CG
512418L5VC | 512418LGVC - 24.75"D X 18.75"W X B4"H 205 049 807 285 EQ EQ /_Wmax = 2068 IbS
512418RS4S | 512418RGAS | 512418RTAS | 24.75"D X 18.75"W X 84"H 197 o941 801 282
5124181545 | 512418LGA5 - 24.75"D X 18.75"W X B84"H 197 941 a01 282
512424R54S | 512424RGAS | 512424RTAS | 24.75"D X 24.75"W X 84"H 248 1,231 900 369
5124241545 | 5124241.GAS - 24.75"D X 24.75"W X BA"H 248 1,231 900 369 Vu
5124365VC | 512436GVC | 512436RTVC 24.75"D X 36"W X BA"H 360 1,789 71 | 537 1o Vu r % TU
312436545 | 512436G45 | 512436RT45 24.75"D X 36"W X BA"H 345 1,774 7od4 [ 532 -e— “ 84
212442545 | 512442G45 | 512442RT45 24.75"D X 42"W X BA"H 400 2,008 743 620 CG
Motes: Weights shown are for heaviest case: cabinets with glass doors.
EQ EQ
CABINET SPECIFICATIONS
%" TAFISA TAFIPAN M-2
PARTICLE BOARD PANELS SOLID Vum gl LT
SURFACE . H s
K Emi
SUBSTRATE REQUIREMENTS
-——24%

LIGHT GAUGE FRAMING W/ MIN. 16 GA, 6"-WIDE BACKING
ATSM 653, GRADE 33 MIN.

FLOOR: MIN. 2500 PSI CONCRETE,
OR WOOD SHEATHING, MIN. F. =340 PSI

PARAMETERS
Sos <=2.5

ap = 10, Rp =25
lb=1.5
zlh<=1.0

09/09/2014

SOLAIRE MEDICAL
CERTIFIES THIS DOCUMENT
AS AN OUTLINE DRAWING

SIGNATURE: ﬁ;ﬁ %ﬁ
PRINT NAME:

TITLE: CEO

DATE: 09/08/2014

VARIES
6* 6*
42

18%, 24%,, 36 & 48 AS
OCCURRING

FRONT ELEVATION

18% AS
OCCURRING

SIDE ELEVATION

NOTES:

1. DIMENSIONS ARE TO CENTER OF SCREW
GROUPS. INFO FOR MODEL SHOWN HERE IS THE
24%," DEEP X 42" WIDE UNIT

2. *AT 18%,"W CABINETS, REDUCE SPACING TO 4".

S \%
Sy TRUCTIRY S,
Z oF oS

OPM-0054-13: Reviewed for Code Compliance by William Staehlin
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EVOLVE STAINLESS STEEL CABINETS U) o\
D~
UPPER CABIMNETS, STAIMLESS STEEL
- - Wy
Empty Weight, | Full Weight, | €T, [V, (4) 2" HILTI KWIK BOLT TZ 1
Solid Doors | Glass Doors Dimensions Ibs. Ibs. Ibs. | lbs. W/ 4" MIN EMBED Z O
A441318R515 | 441318RG1S 13"0 ¥ 18.75"W X 30"H 110 250 g04 | 450 AT 18GA BACK PANEL — m
4413181515 441318L515 13"0 X 18.75"W X 30"H 110 250 804 | 450 !
441336515 441336G15 13"D X 36"W X 30"H 162 430 955 775 TYP. ALL CABINET WIDTHS If
Motes: T,, V. apply at each expansion anchor and include £, LIGHT GAUGE FRAMING CD
Weights shown are for heaviest case: cabinets with glass doors. W/ MAX 2 LAYERS GYP BOARD -
& 18GA BACKING =
Z
C.G.
CABINET SPECIFICATIONS ‘ EQ EQ ‘ =Q Wimax = 430 Ibs
ASTM A240 TYPE 304 STAINLESS STEEL, F,= 30 KSI _/ LIJ
18 GA PANELS AT ANCHOR LOCATIONS 6 Vu Vu >
14 GA FRAME * ity ~
EQ
g & 30 O Y
SUBSTRATE REQUIREMENTS EQ 1y, MGGy, =]
8" CONCRETE WALL, 2500 PSI NORMAL WEIGHT Gj_— - Ww. o
SEE S0.01 FOR SPACING & EDGE DISTANCE _ EF
REQUIREMENTS gz =
A [ NI
36
PARAMETERS 18% AS OCCURRING Q
SOLAIRE MEDICAL
Sos <=2.5 CERTIFIES THIS DOCUMENT / @ §§\
H=10;,R. =25 FRONT ELEVATION SIDE ELEVATION AS AN OUTLINE DRAWING . %2
lb=1.5 &GNATUREgﬁI@J@ b - & o
z/h <=1.0 PRINT NAME:_Stephen Zautke < 3 _
Qo = 2.5 (APPLICABLE WHERE TITLE: CEC) O [ 2 8
ATTACHMENT TO CONCRETE OCCURS) NOTE: INFO FOR MODEL SHOWN HERE IS THE DATE: 08/18/2014 & g §
13" DEEP X 36" WIDE UNIT. @ — o

09/09/2014

OPM-0054-13: Reviewed for Code Compliance by William Staehlin

s &~
J’E]\.‘TR ,,U,C T\Y& QQ\Q\V\
£ 0F oAU

/

Al

Office: 888.435.2256
Fax: 616.743.5944

S
N
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EVOLVE STAINLESS STEEL CABINETS

LIGHT GAUGE FRAMING

W/ MAX 2 LAYERS GYP BOARD

LUPPER CABIMNETS, STAIMLESS STEEL
Empty Weight, | Full Weight,| Tw | Vi
solid Doors | Glass Doors : Dimens:linns. : Ibs. Ibs. Ibs. | lbs. (8) #12 S.M.S. W/ #12 STD WASHERS,
4471 318R515 441 318RG1S5 13”[] ko 18.}"5“1."".-’ kA BD”H 110 250 321 180 AT 18GA BACK PANEL, 4 LOCATIONS
A41318L515 A41318LG15 137D X 18.75"W ¥ 30"H 110 250 321 180 TYP. ALL CABINET WIDTHS
4471336515 441336615 13"D X 36"W X 30"H 162 430 382 310
Notes: Weights shown are for heaviest case: cabinets with E|ESS doors.
& 18GA BACKING
EQ EQ EQ

CABINET SPECIFICATIONS

ASTM A240 TYPE 304 STAINLESS STEEL, F,= 30 KSI
18 GA PANELS AT ANCHOR LOCATIONS
14 GA FRAME

SUBSTRATE REQUIREMENTS

LIGHT GAUGE FRAMING W/ MIN. 16 GA, 6"-WIDE BACKING
ATSM 653, GRADE 33 MIN.

PARAMETERS

Sos <=2.5

a=10;R,=2.5

lb=1.5
zlh<=1.0

09/09/2014

'

&
hi; oV EQ| 2T
4TYP. ‘ J
i .13

18%;' AS OCCURRING

FRONT ELEVATION SIDE ELEVATION

C.G.

/ Wmax = 430 Ibs
Tu

EVOLVE | STAINLESS

NOTE:

DIMENSIONS ARE TO CENTER OF SCREW
GROUPS. INFO FOR MODEL SHOWN HERE IS
THE 13" DEEP X 36" WIDE UNIT

OPM-0054-13: Reviewed for Code Compliance by William Staehlin

SOLAIRE MEDICAL
CERTIFIES THIS DOCUMENT
AS AN OUTLINE DRAWING

SIGNATURE: j%;ﬁ %%
PRINT NAME:

TITLE: CEO

DATE: 08/18/2014

SERIES:
DESCRIPTION:

6 OF 12

UPPER

N\
D FE

|

QS

-

L

A

G

Grand Rapids, M| 4950

I

D

Office: 888.435.2256
Fax: 616.743.5944
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PO Box 2808
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09/09/2014

OPM-0054-13: Reviewed for Code Compliance by William Staehlin

OF CAW

-

EVOLVE PARTICLE BOARD UPPER CABINETS LL] A\l
~—
UPPER CABINETS, PARTICLEBOARD Z
Empty Weight, | Full Weight, | T, | V., 2 LL
Solid Doors | Glass Doors | Roll Top Dimensions Ibs. lbs. lbs. | lbs. < O
541318R51S5 | 541318RG1S5 | 541318RT1S 13"D X 18.75"W X 30"H 65 205 659 369 5n
5413181515 | 541318LG15 . 13"D X 18.75"W X 30"H 65 205 659 | 369 (4)8" @ HILTI KWIK BOLT TZ — N
541324RS1S | 541324RG1S | 541324RT1S |  13"D X 24.75"W X 30"H 75 259 634 | 467 W/ 4" MIN EMBED @ PL:3x4x4 LLI
5413241515 | 541324LG15 - 13"D X 24.75"W X 30"H 75 259 684 | 467 AT %" PARTICLEBOARD PANEL 2
541336515 | 541336G15 | 541336RT1S 13"D X 36"W X 30"H as 363 206 B54 TYP. ALL CABINET WIDTHS
541342515 | 541342G1S | 541342RT1S|  13"D X 42"W X 30"H 105 218 881 | 753 3
Motes: WEiEhtE shown are for heaviest case: cabinets with ElEEE doors. E
ONCRETE WALL g
EQ EQ— C.G. L
| | Wmax = 418 Ibs S
CABINET SPECIFICATIONS 6-_ Ve I ~
3" TAFISA TAFIPAN M-2 hﬂ . O m
PARTICLE BOARD PANELS EQ >
i
; e Ml
EQ | [y, | 5. G s 2 &
° o i O
SUBSTRATE REQUIREMENTS ‘ \ zle
8" CONCRETE WALL, 2500 PSI NORMAL WEIGHT
’ 4TYP.
SEE S0.01 FOR SPACING & EDGE DISTANCE 36 : @“ N
SOLAIRE MEDICAL 83
REQUIREMENTS 18%, 247, 36 & 48 AS CERTIFIES THIS DOCUMENT 28
OCCURRING AS AN OUTLINE DRAWING E ( ~ &8s
FRONT ELEVATION SIDE ELEVATION | SIGNATURE: < = g
PRINT NAME: Eéﬁfﬁ; é%,:ﬁ; 0O e g
PARAMETERS TITLE: CEQ © &%
Sos <= 2.5 DATE: 08/18/2014 o3
a=10;R =25 - 5
=15 — 8 E
z/h<=1.0 NOTE: N2
Qo = 2.5 (APPLICABLE WHERE INFO FOR MODEL SHOWN HERE IS THE = g@ =
ATTACHMENT TO CONCRETE OCCURS) 13" DEEP X 36" WIDE UNIT. = %E
Exp. 1213 g‘:
= AN

-
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EVOLVE PARTICLE BOARD UPPER CABINETS

UPPER CABINETS, PARTICLEBOARD

Empty Weight, | Full Weight,| To | V.
Solid Doors | Glass Doors | Roll Top Dimensions Ibs. Ibs. Ibs. | lbs.
541318R515 | 541318RG15 | 541318RT1S 13"D X 18.75"W X 30"H 65 205 264 148
5413181515 | 541318LG15 - 13"D X 18.75"W X 30"H 65 205 264 148
S41324R515 | 541324RG15 | 541324RT1S 13"D X 24.75"W X 30"H 75 259 274 187
5413241515 | 5413241LG15 - 13"D X 24.75"W X 30"H 75 259 274 187
541336515 | 541336G15 | 541336RT1S 13"D X 36"W X 30"H a5 363 322 262
541342515 | 541342G15 | 541342RT1S 13"D X 42"W X 30"H 105 418 353 301

Motes: Weights shown are for heaviest case: cabinets with glass doors.

CABINET SPECIFICATIONS

3" TAFISA TAFIPAN M-2
PARTICLE BOARD PANELS

SUBSTRATE REQUIREMENTS

LIGHT GAUGE FRAMING W/ MIN. 16 GA, 6"-WIDE BACKING
ATSM A653, GRADE 33 MIN.

PARAMETERS
Sos <=2.5
a=10;R. =25
lb=1.5
zlh<=1.0

09/09/2014

‘ E
[\
6 Vu
&
A i1

m

Q EQ]

VU ++
++
++
++

Q
i
7
Q

m

u

6[ .
1 W) f h—J
36

C.G

Vurs
o
i
#

18%, 24%,, 36 & 48 AS

OCCURRING

FRONT ELEVATION

NOTE:

(8) #12 S.M.S. IN 0.22" PREDRILLED HOLES @ %;"

W. IN PLx5x5 AT %" PARTICLEBOARD PANEL,
4 LOCATIONS, TYP. ALL CABINET WIDTHS

LIGHT GAUGE FRAMING
W/ MAX 2 LAYERS GYP BOARD
& 18GA BACKING

C.G.
Wmax = 418 Ibs

EQ

MELAMINE

MATERIAL:

EVOLVE

SOLAIRE MEDICAL
CERTIFIES THIS DOCUMENT
AS AN OUTLINE DRAWING

SIGNATURE: %
PRINT NAME:

TITLE: CEQ

DATE: 09/08/2014

SIDE ELEVATION

DIMENSIONS ARE TO CENTER OF SCREW

GROUPS. INFO FOR MODEL SHOWN HERE IS
THE 13" DEEP X 36"W UNIT.

N/
& STRUCTI Y
e S
£ OF cALS

OPM-0054-13: Reviewed for Code Compliance by William Staehlin

SERIES:
DESCRIPTION:
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EVOLVE STAINLESS STEEL CABINETS

BASE CABINETS, STAINLESS STEEL
Empty Weight, | Full weight, | Ty | 5V,
Solid Doors Dimensions Ibs. Ibs. Ibs. | Ibs.
432418RSVC | 24.75"D X 18.75"W X 34.5"H 150 456 1,453| 513
432418DD4 [24.75"D X 18.75"W X 34.5"H 170 476 1,517| 535 (4) 3" HILTI KWIK BOLT TZ
432436SVC | 24.75"D X 36"W X 34.5"H 260 847 1,213 | 953 W/ 4" MIN EMBED AT 18GA
BACK PANEL, TYP. ALL
CABINET WIDTHS
ONCRETE WALL
‘ EQ EQ :—EQ—'><'—EQ*>‘
- N _  C.G.
6— Vi Vi T, " Wmax = 847 Ibs
CABINET SPECIFICATIONS T ——+ >
ASTM A240 TYPE 304 STAINLESS STEEL, F,= 30 KSI EQ EQ /
18 GA PANELS AT ANCHOR LOCATIONS J, ]
14 GA FRAME ? ¢ & 3475
EQ QG
SOLID ;é_v Vo, EQ 1 Tu
SURFACE \ 6
SUBSTRATE REQUIREMENTS
8" CONCRETE WALL, 2500 PS| NORMAL WEIGHT T 54Tk, ; J
SEE S0.01 FOR SPACING & 36 — 8247 SOLAIRE MEDICAL
MIN CERTIFIES THIS DOCUMENT

EDGE DISTANCE REQUIREMENTS

FLOOR: MIN. 2500 PSI CONCRETE,

SHEATHING, MIN. F.= 340 PSI

PARAMETERS
Sos <= 2.5
a=10;R. =25
lb=1.5
z/h<=1.0

Qo = 2.5 (APPLICABLE WHERE
ATTACHMENT TO CONCRETE OCCURS)

09/09/2014

OR WOOD

18 3" AS OCCURRING

FRONT ELEVATION

NOTES:

SIDE ELEVATION

AS AN OUTLINE DRAWING

SIGNATURE: ﬁ;—ﬁ %%
PRINT NAME:

TITLE: CEO

DATE: 08/18/2014

INFO FOR MODEL SHOWN HERE IS THE
24%," DEEP X 36" WIDE UNIT.

OPM-0054-13: Reviewed for Code Compliance by William Staehlin

4
&)\{ZRUCT\S"%\\\\V
L& or ot

EVOLVE | STAINLESS

DESCRIPTION:

SERIES:

9 OF 12

BASE

N/

eafifiglay

@)

/

Office: 888.435.2256
Fax: 616.743.5944
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EVOLVE STAINLESS STEEL CABINETS

BASE CABIMETS, STAIMLESS STEEL
Empty Weight, | Full Weight,| Tw | V.
solid Doors Dimensions Ibs. Ibs. Ibs. | lbs.
432418RSVC | 24.75"D X 18.75"W X 34.5"H 150 456 581 205 |
432418DD4_|24.75"D X 18.75"W X 34.5"H 170 476 607 | 214 (8) #12 SMS @z" E.W. W/ #12 STD WASHERS
4324385V C 24.75"D X 36"W X 34.5"H 200 247 A85 381 AT 18GA BACK PANEL’ 4 LOCATIONS’
TYP. ALL CABINET WIDTHS
LIGHT GAUGE FRAMING
W/ MAX 2 LAYERS GYP BOARD
& 18GA BACKING
, C.G.
T ECQ EQ —EQ—EQ— Wmax = 847 Ibs
6—  Vu il 1T,
e i EQ 3
EQ
CABINET SPECIFICATIONS | *CG & 34,
ASTM A240 TYPE 304 STAINLESS STEEL, F,= 30 KSlI ’i
18 GA PANELS AT ANCHOR LOCATIONS Ef Vs Vi EQ T
14 GA FRAME SOLID i —i -
SURFACE \ 6— L
SUBSTRATE REQUIREMENTS LA o 243,
LIGHT GAUGE FRAMING W/ MIN. 16 GA, 6"-WIDE BACKING - 4 SOLAIRE MEDICAL
36 CERTIFIES THIS DOCUMENT
?Egg";ﬁﬁ';@gg F?é’l l\(/IZICI)\INCRETE OR WOOD 18% AS OCCURRING AS AN OUTLINE DRAWING
SHEATHING, MIN. Fo.= 340 PSI | FRONT ELEVATION SIDE ELEVATION | SISNATURE. 4 Il mﬁ |
TITLE: CEO
DATE: 08/18/2014
PARAMETERS
Sobs <= 2.5 NOTE:
a=10;R. =25 DIMENSIONS ARE TO CENTER OF SCREW
lb=1.5 GROUPS. INFO FOR MODEL SHOWN HERE IS
z/h<=1.0 THE 24%," DEEP X 36" WIDE UNIT.

09/09/2014

EVOLVE | STAINLESS

N

& TTRUCTIR Y,

e e
£ 0F cALE

OPM-0054-13: Reviewed for Code Compliance by William Staehlin

SERIES:
DESCRIPTION:
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EVOLVE PARTICLE BOARD BASE CABINETS

BASE CABINETS, PARTICLEBOARD

MELAMINE

MATERIAL:

Empty Weight, | Full Weight, | €T, |V,
Solid Doors | Roll Top Dimensions Ibs. Ibs. Ibs. | lbs.
531824R5VC 18.75"D X 24.75"W X 34.5"H a0 306 698 | 445
231824L5VC 18.75"D X 24.753"W X 34.5"H a0 306 698 | 445
531824R5D15 18.75"D X 24.75"W X 34.5"H 100 406 716 | 456
531824L5D1S8 - 18.75"D X 24.75"W X 34.5"H 100 406 716 | 456
531824RS15 | 531824RT1S | 18.75"D X 24.75"W X 34.5"H 81 387 683 435 n
5318241515 18.75"D X 24.75"W X 34.5"H 81 387 683 435 (4) g g HILTI KWIK BOLT TZ
531824DD4 18.75"D X 24.75"W X 34.5"H 130 436 769 430 W/ 4" MIN EMBED @ PL%X4X4
531824FD 18.75"D X 24.75"W X 34.5"H 130 436 769 490 3/n
5318425CB 18.75"D X 42"W X 34.5"H 140 659 686 | 741 AT Al- PARTICLEBOARD PANEL,
532418RSVC | 5324RTVC |24.75"D X 18.75"W X 34.5"H a0 306 1,262 ( 445 TYP ALL CABI NET WI DTHS
532418L5VC 24.75"D ¥ 18.75"W X 34.5"H a0 306 1,262 ( 445
532418RS5D15 24.75"D ¥ 18.75"W X 34.5"H 100 406 1,294 ( 456
532418L5D15 - 24.75"D X 18.75"W X 34.5"H 100 406 1,294 ( 456
532418RS15 | 532418RT1S | 24.75"D X 18.75"W X 34.5"H 81 387 1,233 435 /_CONCRETE WALL
5324181515 24.75"D X 18.75"W X 34.5"H 81 387 1,233 435
532418DD4 24.75"D X 18.753"W X 34.5"H 130 436 1,390 4390 EQ EQ L'_EQ_‘><'_EQ CG
532418FD - 24.75"D X 18.753"W X 34.5"H 130 436 1,390 4390 ‘ AT WmaX = 737 IbS
532424RS15 | 532424RT1S | 24.75"D X 24.75"W X 34.5"H 140 544 1,178 | 612 ]
5324241515 - 24.75"D X 24.753"W X 34.5"H 140 544 1,178 | 612 6 i
5324365VC |532436RTVC| 24.75"D X 36"W X 34.5"H 150 737 1,056 | 829 v Vu > Ii
5324365C5 - 24.75"D X 36"W X 34.5"H 145 732 1,049 824 i EQ
532436515 | 532436RTLS | 24.75"D X 36"W X 34.5"H 145 732 1,049 824 EQ
532442515 | 532442RT1S | 24.75"D X 42"W X 34.5"H 165 569 705 640
5324425CB - 24.75"D X 42"W X 34.5"H 175 579 717 651 J] $ <¢, 341/2
532448515 | 532442RT1S | 24.75"D X 48"W X 34.5"H 175 579 639 651 ?
Motes: Weights shown are for heaviest case: cabinets with solid doors. EQ CG
CABINET SPECIFICATIONS SOLID Ve E‘ i >}Ii
= SURFACE \ 6
72 TAFISA TAFIPAN M-2
PARTICLE BOARD PANELS ‘T{*
4 TYP. —8-—+——24%,
SUBSTRATE REQUIREMENTS 48 MIN' 18%As SOLAIRE MEDICAL
18%, 24%,, 36 & 42 AS OCCURRING OCCURRING CERTIFIES THIS DOCUMENT

8" CONCRETE WALL, 2500 PSI NORMAL WT.
SEE S0.01 FOR SPACING &
EDGE DISTANCE REQUIREMENTS
FLOOR: MIN. 2500 PSI CONCRETE,
OR WOOD SHEATHING, MIN. F¢= 340 PSI

PARAMETERS
Sos <=2.5
a=10;R. =25
lb=1.5
zlh<=1.0

Qo = 2.5 (APPLICABLE WHERE
ATTACHMENT TO CONCRETE OCCURS)

09/09/2014

FRONT ELEVATION

SIDE ELEVATION

NOTE: INFO FOR MODEL SHOWN HERE IS THE

24%," DEEP X 48" WIDE UNIT.

OPM-0054-13: Reviewed for Code Compliance by William Staehlin

AS AN OUTLINE DRAWING

SIGNATURE: ﬁz;ﬁ %ﬁ
PRINT NAME:

TITLE: CEO

DATE: 08/18/2014
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EVOLVE PARTICLE BOARD BASE CABINETS

MELAMINE

MATERIAL:

EVOLVE

BASE CABINETS, PARTICLEBOARD
Empty Weight, | Full Weight, | Tw | Vu
Solid Doors | Roll Top Dimensions Ibs. Ibs. lbs. | Ibs.
531824RSVC - 18.75"D X 24.75"W X 34.5"H 90 396 279 | 178
531824L5VC 18.75"D X 24.75"W X 34.5"H 20 396 279 | 178
531824RSD1S 18.75"D X 24.75"W X 34.5"H 100 406 286 | 183
53182415015 - 18.75"D X 24.75"W X 34.5"H 100 406 286 | 183
531824RS1S | 531824RT1S |18.75"D X 24.75"W X 34.5"H 81 387 273 | 174
5318241515 18.75"D X 24.75"W X 34.5"H 81 387 273 | 174 (8) #12 S.M.S. IN 0.22" PREDRILLED HOLES @ %,"
531824DD4 18.75"D X 24.75"W X 34.5"H 130 436 308 | 196 W. IN PL%X5X5 AT %" PARTICLEBOARD PANEL
531824FD 18.75"D X 24.75"W X 34.5"H 130 436 308 | 196 ’
5318425CB 18.75"D X 42"W X 34.5"H 140 659 274 | 296 4 LOCATIONS, TYP.ALL CABINET WIDTHS
532418RSVC| S5324RTVC |24.75"D X 18.75"W X 34.5"H 90 396 505 | 178
532418LSVC 24.75"D X 18.75"W X 34.5"H 90 396 505 | 178 LIGHT GAUGE FRAMING
532418R5D15 24.75"D X 18.75"W X 34.5"H 100 406 518 | 183 W/ MAX 2 LAYERS GYP BOARD
53241815015 - 24.75"D X 18.75"W X 34.5"H 100 406 518 | 183
532418RS1S | 532418RT1S 24.75"D X 18.75"W X 34.5"H 81 387 493 | 174 & 18GA BACKING
5324181515 24.75"D X 18.75"W X 34.5"H 81 387 493 | 174
532418DD4 24.75"D X 18.75"W X 34.5"H 130 436 556 | 196
532418FD - 24.75"D X 18.75"W X 34.5"H 130 436 556 | 196 EQ EQ L EQ-—+EQ C.G.
532424R51S | 532424RT1S |24.75"D X 24.75"W X 34.5"H 140 544 471 | 245 ‘ j Wmax = 737 |bs
5324241515 - 24.75"D X 24.75"W X 34.5"H 140 544 471 | 245 - e
5324365VC |532436RTVC| 24.75"D X 36"W X 34.5"H 150 737 422 | 332 6 VR & Tu
5324365C5 - 24.75"D X 36"W X 34.5"H 145 732 419 | 329 *’ 53 —
532436515 | 532436RT1S | 24.75"D X 36™W X 34.5"H 145 732 419 | 329 E EQ
532442515 | 532442RT1S | 24.75"D X 42"W X 34.5"H 165 569 282 | 256 Q
5324425CE - 24.75"D X 42"W X 34.5"H 175 579 287 | 260 Jz % % 3 41/2
532448515 | 532442RT1S | 24.75"D X 48"W X 34.5"H 175 579 255 | 260 ? CG
Motes: Weights shown are for heaviest case: cabinets with solid doors. EQ )
Ve rm Vo EQ | 4T.
SOLID ; = —{3] =R
CABINET SPECIFICATIONS SURFACE_\ 6| | |
%" TAFISA TAFIPAN M-2
PARTICLE BOARD PANELS 6 TYP. = 8———243, SOLAIRE MEDICAL
48 | MIN 18%, AS CERTIFIES THIS DOCUMENT
SUBSTRATE REQUIREMENTS 18%, 24%,, 36 & 42 AS OCCURRING OCCURRING AS AN OUTLINE DRAWING
LIGHT GAUGE FRAMING W/ MIN. 16 GA, 6"-WIDE BACKING SIGNATURE:_ Afohe @b |
I J ; 1
FLOOR: MIN. 2500 PSI CONCRETE, A CEQ——
OR WOOD SHEATHING, MIN. F¢= 340 PSI
NOTE:

PARAMETERS

Sos <=2.5

a=10;R. =25

=15

z/h <= 1.0
09/09/2014

DIMENSIONS ARE TO CENTER OF SCREW GROUPS.
INFO FOR MODEL SHOWN HERE IS THE

24%," DEEP X 48" WIDE UNIT.

OPM-0054-13: Reviewed for Code Compliance by William Staehlin
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