
2007 C.B.C. ARCHITECTURAL PLAN REVIEW REMINDER LIST - OSHPD 3

CHK N/A General  Requirements for Clinics and Intermediate-Care
Facilities [OSHPD 3]

A. CLINICS 1226

1. Scope 1226.1
2. Application 1226.2
3. Definitions 1226.3
4. General Construction 1226.4

5. Corridors and Hallways 1226.5
    a.  Connections 1226.5.1
    b. Corridors 1226.5.2

6. Doors and Openings 1226.6
    a. Doors 1226.6.1
    b.  Pocket doors 1226.6.2

7. Windows and Screens 1226.7
8. Ceiling heights 1226.8

    a. Minimum height 1226.8.1
    b. Minimum height with fixed ceiling equipment 1226.8.2

9. Interior finishes-floors and bases 1226.9
    a. Floor finishes 1226.9.1
    b. Bases 1226.9.2
    c. Bases/wet cleaning 1226.9.3

10. Walls and ceilings 1226.10
11. Elevators 1226.11

    a. Cab requirements 1226.11.1
    b. Dimensions 1226.11.2

12. Garbage-solid wastes and trash storage 1226.12
    a. Enclosure 1226.12.1

1. Floor and curb 1226.12.1.1
2. Water 1226.12.1.2
3. Size 1226.12.1.3

    b. Compactors 1226.12.2

13. Laundry and trash chutes 1226.13

B. PRIMARY CARE CLINICS

1. Abortion services 1226.14
        a.  Postabortion recovery area 1226.14.1
        b. Storage 1226.14.2
        c. Counseling 1226.14.3
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   2. Clinical Facilities 1226.15
        a.  Examination Room 1226.15.1
        b. Treatment Room 1226.15.2

                      c. Handwashing Fixtures 1226.15.3
        d.  Records 1226.15.4
        e. Drug Distribution 1226.15.5
         f. Utility Room 1226.15.6

3.  Birthing Clinics 1226.16

C. SPECIALTY CLINICS
1.  Surgical clinics 1226.17

        a. Operating Rooms 1226.17.1
        b.  Cast Rooms 1226.17.2
        c. Scrub Sinks 1226.17.3

1. Clock 1226.17.3.1
        d.  Clean-Up room 1226.17.4

          e.  Cart Storage 1226.17.5
        f . Housekeeping Room 1226.17.6
        g.  Lockers 1226.17.7
        h.  Support Spaces 1226.17.8
         i. Outpatient Change Area 1226.17.9
         j. Postanesthesia Recovery 1226.17.10

1. Size 1226.17.10.1
2. Nurses' Control Station 1226.17.10.2
3. Storage 1226.17.10.3
4.  Medical Air 1226.17.10.4

       k.  Central Sterile Supply 1226.17.11
1. Soiled Work Area 1226.17.11.1
2.  Clean Work Area 1226.17.11.2
3.  Separation 1226.17.11.3
4. Space for Sterilizing Equipment 1226.17.11.4
5. Supplies 1226.17.11.5
6. Sterilizers and Autoclaves 1226.17.11.6

D. CHRONIC DIALYSIS CLINICS 1226.18
1. Size 1226.18.1
2.  Nurses station 1226.18.2
3.  Utility room 1226.18.3
4.  Waiting area 1226.18.4
5. Conference room 1226.18.5
6. Storage 1226.18.6
7. Contaminated material storage 1226.18.7
8. Equipment room 1226.18.8
9. Toilet room(s) 1226.18.9
10.  Staff facilities 1226.18.10

 11.  Housekeeping room 1226.18.11
12.  Clean and soiled linen 1226.18.12
13.  Administration 1226.18.13
14. Home training 1226.18.14
15.  Handwashing fixtures 1226.18.15
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E. Rehabilitation clinics 1226.19
1. Occupational therapy service space 1226.19.1
2.  Physical therapy service space 1226.19.2
3. Audiology service space 1226.19.3
4.  Speech pathology 1226.19.4

F. Psychology Treatment Centers 1226.20

NOTE:
The purpose of this list is to reduce oversights and to achieve minimum levels of uniformity and completeness. The use of this 
reminder list does not constitute a complete plan review.  Compliance with all items on this list does not necessarily assure 
compliance with all provisions of the applicable codes and standards. This reminder list should be used only by persons with a 
comprehensive knowledge of the applicable codes and standards.
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